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W77
oA ||} NOTE TO CONTRACTOR: NEW WORK KEYED NOTES:
- o (BASIS OF DESIGN) (THIS DRAWING ONLY)
A EXACT ELECTRICAL REQUIREMENTS FOR CT SCAN, MRI SCAN,
E MRI CONTROL AND MRI EQUIPMENT SPACES SHALL BE (1) PROVIDE JUNCTION BOX WITH 3/4" EMPTY CONDUIT TO CONTROL AREA
P COORDINATED WITH EXACT EQUIPMENT PROVIDED BY VA AND CCTV MONITOR LOCATION, FOR CCTV CAMERA LOCATION. COORDINATE
S INSTALLED BY CONTRACTOR. : ) EXACT MOUNTING HEIGHT AND LOCATION.
| « BASIS OF DESIGN FOR CT SCAN (SPACE 410) IS TOSHIBA
t AQUILION-ONE VISION, AND ALL APPROPRIATE EQUIPMENT (2) PROVIDE JUNCTION BOX FOR CCTV MONITOR. COORDINATE EXACT
- FOR OPERATION. MOUNTING HEIGHT AND LOCATION.
= « BASIS OF DESIGN FOR MRI SCAN — CLOSED (SPACE 424)
3 | Fe— IS HITACHI OASIS, AND ALL APPROPRIATE EQUIPMENT FOR (3) PROVIDE 2 DATA/TELECOMMUNICATIONS OUTLETS FOR PACS UNIT.
- OPERATION.
4LP2-20,22,24 (O—9 OAL-13,1517 « BASIS OF DESIGN FOR MRI SCAN — OPEN (SPACE 428) IS (®) 150 AMP/3 POLE ENCLOSED CIRCUT BREAKER WITH ADJUSTABLE TRIP,
CT CONTROL ,/@ | = | OVH-13,15,17 HTACHI OVAL, AND ALL APPROPRIATE EQUIPMENT FOR SHUNT TRIP. ROUTE 2" CONDUIT FROM ENCLOSED BREAKER TO FLOOR
o 9 | OPERATION. DUCT ROUTED IN SPACE.
- - < F L\ ﬁ S Y N N B A — S H | \ B B i B.  ALL CONDUI, CONDUCTORS, STRAPS, SCREWS, FASTENERS, (5) EMERGENCY POWER OFF PUSHBUTTON STATION. MAKE ALL CONNECTIONS
5 N\ = MRL_SCAN 3 ETC. INSTALLED INSIDE MRI WORKING SPACES/INSIDE MRI TO SHUNT TRIP AT ENCLOSED BREAKER MAIN DISCONNECT IN SPACE.
I RE—(5) H / — MRL_SCAN SHIELDING SHALL BE OF NON—MAGNETIC MATERIALS. )
. 1 e Ny 428 (6) CONTRACTOR SHALL PROVIDE A WARNING LIGHT WITH WORDING "CT IN
= T scan : @ [ DAL-2,4 \ C. AL RECEPTACLES IN MRI SCAN ROOMS, MRI CONTROL ROOMS, USE. DO NOT ENTER". PROVIDE WITH MAGNETIC DOOR LOCK TO PREVENT
£ - 7K Q - P CONTROL og Il N AND MRI EQUIPMENT ROOMS SHALL HAVE ISOLATED GROUND. INTERRUPTION OF SCANNING PROCEDURE. PROVIDE DOOR SWITCH
= 0, 1 “\ | 425 CONTACTS TO SHUT OFF OPERATION OF CT EQUIPMENT IF DOOR IS OPEN.
T A 4P2-141618 | || 0AL—6 — | D.  CONTRACTOR TO REFER TO MRI AND CT VENDOR DRAWINGS INTERLOCK WITH MAIN CT EQUIPMENT DISCONNECT.
° N\ \‘& ol DD | INCLUDED IN CONTRACT DOCUMENTS FOR EXACT WORK TO BE
- & 4 L (\ “\ | PERFORMED. ALL REFERENCE TO ELECTRICAL CONTRACTOR, (7) PROVIDE LASER POSITIONING LIGHT INTERLOCKED WITH ROOM LIGHTING
e ) Q | o | T GENERAL CONTRACTOR OR CONTRACTOR IS TO BE PERFORMED AND SET-UP LIGHTS. PROVIDE ADJACENT RECEPTACLE, COORDINATE EXACT
2 b | : - s BY THIS CONTRACTOR AND INCLUDED IN BID. MOUNTING LOCATION.
4FC—8 E.  CONTRACTOR SHALL PROVIDE WRITTEN DOCUMENTATION TO MOUNT AT CEILING.
i | S C.OR., PRIOR TO BEGINNING WORK, TO VERIFY THAT ALL
) :@/ Y, 4EC-10 ELECTRICAL WORK ASSOCIATED WITH SELECTED MRI AND CT (9) POWER CONNECTION TO EMERGENCY LIGHT/DOOR SWITCH SYSTEM.
| re | G EQUIPMENT HAS BEEN COMPLETELY COORDINATED AND COORDINATE EXACT LOCATION AND REQUIREMENTS.
_. UNDERSTOOD FOR A COMPLETE AND OPERABLE SYSTEM.
1 Q |\v Rl EQUIPUENT e d CONTRACTOR SHALL PROVIDE MULTI-COMPARTMENT SURFACE WALL DUCT
- 0AH-1,35 OVH-1,3,5 ‘ allp (3-1/2°D X 4-3/4'W MIN.) FOR ROUTING OF CT EQUIPMENT CABLING
AND POWER. PROVIDE A FLUSH MOUNTED MULTI-COMPARTMENT FLOOR
g |p DUCT (3-1/2°D X 12°W MIN.) UNDER CT EQUIPMENT. CONNECT FLOOR
_ e) DUCT WITH WALL DUCT WITH SURFACE MOUNTED, VERTICAL WALL DUCT
8 @ HDP4-8,10.12 3 dUL (3-1/2"D X 10"W MIN.). ROUTING OF WALL DUCT SHALL BE CONTINUOUS
@ IQ‘D FROM BEHIND CT CONTROL EQUIPMENT IN SPACE 409, AROUND WALL IN
S - - = - : T % Mo CT SCAN 410, AND BEHIND CT EQUIPMENT IN 411. COORDINATE EXACT
“ SN - - - - _ _ _ _ s . . — e _ _ _ _ ROUTING AND LOCATIONS OF ALL DUCT SYSTEMS WITH CT
5 | = — T — = = = = = = — | Y r T I I L i & = = MANUFACTURERS AND THEIR RECOMMENDATIONS.
: (1)) PROVIDE FIBER OPTIC AND DATA CONNECTIONS TO CT EQUIPMENT. EXACT
REQUIREMENTS TO BE COORDINATED WITH CT EQUIPMENT MANUFACTURER.
PROVIDE DATA CONNECTIONS TO CT EQUIPMENT. EXACT REQUIREMENTS TO
NEW WORK ELECTRICAL CT AND MR! SUITES BE COORDINATED WITH CT EQUIPMENT MANUFACTURER.
B FOURTH ”FLOQR” PLAN — POWER - , (13) 30 AMP/3 POLE, 480V, NEMA L16-30 RECEPTACLE FOR USE WITH
S - SCALE: 1/4" = 1'-0 S — RAMP—-UP TOOL TO INALIZE MAGNETIC FIELD.
o PLAN  TRUE
8 NORTH  NORTH FILTER PANEL. LOCATION TO BE DETERMINED BY MRI MANUFACTURER.
[l
< (15 100 AMP/3 POLE NON-FUSED DISCONNECT. MAKE ALL CONNECTIONS TO
E MRI EQUIPMENT AS REQUIRED.
g 30 AMP/3 POLE NON—FUSED DISCONNECT. MAKE ALL CONNECTIONS TO
S HEAT EXCHANGER AS REQUIRED.
R —
¢ a l (17) CONTRACTOR SHALL PROVIDE AND INSTALL EXTENSIVE WIREWAY SYSTEM
= e FOR CONNECTION OF ALL MRI EQUIPMENT IN SPACE. REFER TO HITACHI
40, MANUFACTURER BASIS OF DESIGN SHEETS FOR EXACT REQUIREMENTS AND
S CONTRQL ﬁ - LOCATIONS.
429 ) |-
| - PROVIDE JUNCTION BOX WITH 3/4" EMPTY CONDUIT TO CONTROL AREA
. - . FOR INTERCOM. COORDINATE EXACT MOUNTING HEIGHT AND LOCATION.
e S | H g Q. POWER CONNECTION TO INFARED FAUCET PROVIDED AT SINK. COORDINATE
= K 2/1 CT CONTROL | | | | 7 EXACT POWER REQUIREMENTS AND MAKE ALL CONNECTIONS AS REQUIRED.
NS O
v ﬁ 5 ‘éj CONTRACTOR SHALL PROVIDE AND MAKE ALL CONNECTIONS AS REQUIRED
S - B - - - _ _ 1] _ _ ~ - i FOR COMPLETE INSTALLATIONS OF MRI SCAN EQUIPMENT. COORDINATE
” T MRL SCAN WITH MRI MANUFACTURER DRAWINGS FOR COMPLETE INSTALLATION
E n - - — vl REQUIREMENTS.
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